
1. LCU APPROVED REDUCED PRESSURE
BACKFLOW PREVENTION DEVICE
(SEE APPROVED MATERIALS LIST)

2. FULL FLOW BRONZE BALL VALVE

3. UNION

4. ALL PIPING AND FITTINGS SHAL BE BRASS
OR COPPER

5. 12" MIN. - 24" MAX. UNLESS OTHERWISE
APPROVED BY LCU

6. FINISHED GRADE

7. METER BOX

8. 2' MAXIMUM

NOTES:

1. UNIONS REQUIRED
2. INITIAL AND ANNUAL DEVICE TESTING REQUIRED
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